RIVERSIDE PUBLIC UTILITIES DEPT.—UNDERGROUND STRUCTURES

4.1-68
48" % 48" TRAFFIC COVER-VAULT

(INSTALLATION DETAIL)

NOTE: PLACE CASTING SO ~KEY 1/4"x " TCP TO BOTTOM~—FOR RETURNING
LADDER BOLTS WwiILL BE ON // COVER TO ORIGINAL POSITION.
SIDE FACING TRAFFIC ———— ¥ - 1/2" MACHINE BOLTS—2 REQ'D FCR LADDER
& e TO BE INSTALLED
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BEFORE CONCRETE IS

PLACED,
NECK TO 8E POURED
WiTH PAN IN PLACE.
GREASE BUTTOM OF
PAN ON SEARING
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-——7/8" CORED HOLE FGR
3/4"x 8" LIFTING
EYE SCLT.
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WATERPROOF PLUGS.
PLANM FILL PAN WITH SAME MATERIAL AS FINISH
L PAVEMENT | PAVEMENT EXCEPT UNDER M.H. RING WHICH
| | |_WILL BE CONCRETE.
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- ~EXPANSION JOINT FELT 1/2"Xx 6" FOR DETAIL D'MENSIONS mE )
WIRE AROUND TO HOLD IN PLACE. SEE UGS - 053. g t: : ©
LEAVE FELT ATTACHED TO NECK, R !
GRFASE BETWEEN CASTING AND 17 dD l
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SECTIONS "BB" & "cc"
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